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KEY NOTES

1. MOUNT A5145, HOOK, AT 1372 [4'-6"] AFF.

2. MOUNT A5145, HOOK, AT 1219 [4'-0"] AFF. PROVIDE 2-A5145'S FOR NAVY PROJECTS ONLY.
MOUNT 1-A5145 AT 1219 [4'-0"] AFF AND 1-A5145 AT 1524 [5'-0"] AFF.

3. COORDINATE LOCATION OF M1620, PATIENT CHART HOLDER, AND ROOM SIGNAGE.

4. M0720, PULMONARY FUNCTION ANALYZER SYSTEM, MAY REQUIRE A COMBINATION OF OXYGEN,
HELIUM, MEDICAL COMPRESSED AIR AND DIFFUSED MIXED AIR. VERIFY REQUIREMENTS
WITH MANUFACTURER.

OUTPATIENT PULMONARY
FUNCTION ANALYZER (OPPS1) 3.16.07
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NOTES

1. SEE TYPICAL EQUIPMENT MOUNTING HEIGHTS BEGINNING ON SHEET 7.01.01.

KEY NOTES

1. MOUNT A5145, HOOK, AT 1219 [4'-0"] AFF. PROVIDE 2-A5145'S FOR NAVY PROJECTS ONLY.
MOUNT 1-A5145 AT 1219 [4'-07"] AFF AND 1-A5145 AT 1524 [5'-0"] AFF.

2. MOUNT A5145, HOOK, AT 1372 [4'-6"] AFF.

3. VACUUM SLIDE.
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Medical Equipment Room Guide Plates

3.16 Cardiology/Pulmonary Services

Plate Number 3.16.07
Room Name OUTPATIENT PULMONARY FUNCTION ANALYZER
SEPS # OPPSH1
Army Navy AF Utilities
JSN Nomenclature Qty Cat Cat Cat 1 2 3 4 5 6

A1066 Mirror, Float Glass, With SS Frame, 36X18

A5075 Dispenser, Soap, Disposable

A5080 Dispenser, Paper Towel, SS, Surface Mounted
A5106 Waste Disposal Unit, Sharps w/Glove Dispenser
A5145 Hook, Garment, Double, SS, Surface Mounted
A5180 Track, Cubicle, Surface Mounted, With Curtain
CO3P0  Cabinet, Sink, U/C/B, 2 Door, 36x30x22

CO04F0  Cabinet, U/C/B, 1 Shelf, 2 Half DR, 2 DO, 36x36x22
CE040  Cabinet, W/H, 2 SH, 2 GDO, Sloping Top, 38x36x13
C8150 Sink, S8, Single Compartment, 10x19x16 ID
CTO30 Countertop, High Pressure Laminate

F0205 Chair, Side With Arms

F0340 Stool, Self Adjusting

F2000 Basket, Wastepaper, Round, Metal, 18 H x 16 Dia.
F3200 Clock, Battery, 12" Diameter
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M0720  Analyzer, Pulmonary Function, w/Computer F
MO750 Flowmeter, Air, Connect w/50 PSI Supply K
MO0755 Flowmeter, Oxygen, Low Flow A
MO0765 Regulator, Vacuum B
M1620 Holder, Chart, Patient, Wall or Door Mounted

M3072 Frame, Infectious Waste Bag w/Lid .
M4116 Monitor, Vital Signs A
M7905  Oximeter, Pulse A
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